~M Approved V—Frox Sensors

Inductive Proximity Sensors for Installation in Class I, Division 2

NON—HAZARDOUS LOCATION

APPROVED

HAZARDOUS (CLASSIFIED) LOCATION

Class

, Division 2, Groups A,B,C,D
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Connected devices must
supply a maximum of

250Vac or 300Vdc

Connected devices must
supply a maximum of

150Vac or dc
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Bi 2.5-EG16CA-FDZ32X2

Cable must be installed using Division 2
wiring method per ANSI/NFPA 70 (NEC)
Article 5071.
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Bi 2.5-EGT6CA-FDZ32X2-B1151

minifast connector wired as
shown below, with lokfast
guard in place when circuit
is live,
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conductor color code
3 digit ITC cable code
cable length in meters
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coupling nut material M or V

lokfast guard label detail
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Bi 2.5-EGI6CA-FDZ32X2

DISCONNECT WHEN
— CIRCUIT IS LIVE

/\CAUTION: DO NOT
|

nameplate detail

wwmcs B2 5.EG16CA-FDZ32X2
20-250VAC 3-100mA Ta=70°C

Cont. Dwg.
QCF-00147 p RK(S)G.

10-300vDC Cl1, Div 2, Grps A,B,C,D haz loc
see control drawing NI-1.001
APPROVED  at www.turck.com/fmed  T4A

Bi 2.5-EC16CA-FDZ32X2—B1151

nameplate detail

TwsmRCH B2 5.EG16CA-FDZ32X2-B1151
2 A 3-100mA Ta=70°C
Cl 1, Div 2, Grps A,B,C,D haz loc

see control drawing NI-1.001
APPROVED  at www.turck.com/fmed  T4A

Notes:

1. Wiring methods must be in accordance with Class |,

Code (NEC), ANSI/NFPA 70, Article 501.4(B)

Division 2 wiring practices per the National Electrical

A Bi 2.5-EG16CA-FDZ32X2-B1151 versions must be connected using FM—approved cordsets and lokfast guards as shown
above. The cordsets shown are FM approved for installation in Class I, Division 2 when installed per Turck control drawing
QCF—00147, available at www.turck.com/fmcd. LOCK—MINI lokfast guards must be in place when the circuit is energized.
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